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Section 2.2 Impoundment Dams and Reservoirs
In the second and third sentences of the second paragraph the following statement is
made, "A perimeter dike was constructed to encompass the Original Ash Pond. The
Secondary Ash Settling Basin is bounded on the west side by the perimeter dike and
on the remaining sides by a separate dike ."

The western side of the Original Ash Pond and Secondary Ash Settling Basin are at
the same elevation as surrounding ground to the west , without a constructed
perimeter dike. There is a ditch , excavated in 2004, that borders the western side of
the Primary Ash Pond, but the area between the ditch and Primary Ash Pond is not a
constructed dike. Similarly, part of the eastern side of the Ash Disposal Area #1 is
bordered by a natural bluff and not a constructed dike.

Section 3.0 Summary of Construction History and Operation
The final sentence of the first paragraph states that, "The second unit was online by
1971." The year should be changed to 1972.

Summary of Construction History and Operation
The report states in the third , fourth , and final paragraphs of section 3.0 that the
divider dike creating the Primary Ash Settling Basin may have been constructed on
CCW material. After the inspection was complete a soil boring was completed
through the divider dike that created the Primary Ash Settling Basin by dividing out
part of the Original Ash Pond. No CCW material was present in the boring, which
was advanced to bedrock. A copy of the boring log is attached to this letter.

Section 10.1.5 Adequacy of Instrumentation and Monitoring Instrumentation
The report states , "Instrumentation and monitoring programs are considered
inadequate for the current facility operations .. ..No piezometers or settlement
monuments are installed at any of the ash pond or settling basin dams."

Duke believes that the installation of piezometers in the dikes should be based on
additional stability analysis. Piezometers will be installed as deemed appropriate.

Section 11.1 Corrective Measures and Analyses for the Structures
Items number 4 and 5 state that piezometers should be installed in the dikes to
monitor the phreatic surface of the embankment.

Duke believes that the installation of piezometers in the dikes should be based on
additional stability analysis. Piezometers will be installed as deemed appropriate.

11.5 Acknowledgement of Assessment
The management units were rated to be in "poor" condition. Definitions provided in
the report for "poor" and "fair" condition are listed below.

Fair: Acceptable performance is expected under all required loading
conditions (static , hydrologic, seismic) in accordance with the applicable safety
regulatory criteria. Minor deficiencies may exist that require remedial action
and/or secondary studies or investigations.
Poor: A management unit safety deficiency is recognized for any required
loading conditions (static, hydrologic, seismic) in accordance with the








